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U.S. ENVIRONMENTAL PROTECTION AGENCY
0*\<ensu,€@ REGION X

n '(i 1200 SIXTH AVENUE
i SEATTLE, WASHINGTON 98101
<

REPLY TO M/S 613

CERTIFIED MAIL - RETURN RECEIPT REQUESTED

Stanley L. Waldbaum, Esq.

Divisional Counsel

McGraw Edison Service Division, McGraw Edison Company
333 Route 46 HWest

Fairfield, New Jersey 07006

Dear Mr. Walidbaum:

The enclosed consent agreement and order encapsulates the agreement
reached between EPA and McGraw after our telephone conferences on June 5,
1985, in settlement of complaint #1085-03-20-2615P. Please review this
agreement and proceed as follows:

Sign the agreement and return the original to the Region 10 Hearing Clerk
at the above address. The copy is for your files. Your signature will
complete this agreement, and your obligations will become due, as described in
the ORDER section of the agreement. Once I receive notice from Bill Hedgebeth
and the Region 10 Hearing Clerk that your obligations have been completed, I
will close the file on this matter and notify you of the same.

Thank you for your cooperation in this matter.

Sincerely,

%-&Lﬁﬁtw

D. Henry Elsen
Assistant Regional Counsel

cc (w/enclosure): Mr. William Kaikas
Director of Industrial Relations
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UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
BEFORE THE REGIONAL ADMINISTRATOR
Region 10
Seattle, Washington

IN THE MATTER OF
Docket No. 1085-03-20-2615P
MCGRAW EDISON SERVICE

NATIONAL ELECTRIC COIL, CONSENT AGREEMENT

AND FINAL ORDER
Respondent.

e St N e N N N

This administrative proceeding for the assessment of civil penalties
was initiated by complaint issued May 17, 1985, pursuant to Section 16(a) of
the Toxic Substances Control Act (15 U.S.C. §2615¢a)), hereinafter "TSCA."
After an informal telephone conference held on June 5, 1985, the following
Consent Agreement has been entered into by McGraw Edison Company, McGraw
Edison Service Diviston ("McGraw"),L” and the Environmental Protection
Agency ("EPA").

FINDINGS OF FACT

1. Three PCB transformers are maintained in active, in-service use
by McGraw's Spokane facility, located at North 415 Fancher Road in Spokane,

Washington.

I7 At or near the time of the issuance of the complaint in this matter,
McGraw Edison, Inc. was purchased by Cooper Industries of Houston, Texas.
McGraw Edison, Inc. agrees and warrants that all obligations described in this
agreement and order are binding upon this new owner.

CONSENT AGREEMENT AND FINAL ORDER - Page 1 of 4
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2. No quarterly inspections, as defined in 40 C.F.R.
§761.30¢a)(1), of the three PCB Transformers described in paragraph 1 above
were performed by McGraw between April 1 and June 30, 1984.

3. On August 3, 1984, the three PCB Transformers described in
paragraph 1 above were not labeled with a six inch by six inch label, as
required by 40 C.F.R. §761.40(a)(2), and described in 40 C.F.R. §761.45.

4. As of August 3, 1984, no annual reports were developed or
maintained for the years of 1978-1983, for the facility described in paragraph
1 above, as the term "annua) report" is defined in 40 C.F.R. §761.180(a).

CONCLUSIONS OF LAMW

1. McGraw's activities, as stated in the Findings of Fact,
constitute violations of Section 15 of TSCA, 15 U.S.C. §2614, and the

following regulations:

a. 40 C.F.R. §761.30(a)(1) (use without quarterly inspections)
b. 40 C.F.R. §761.40(a)(2> (labeling)
c. 40 C.F.R. §761.180¢a) (recordkeeping).

AGREEMENT
1. EPA has jurisdiction pursuant to TSCA over respondent and this
proceeding.
2. In full and complete settlement of this matter, including all
counts and allegations contained in the Complaint, McGraw will do the

following:

a. McGraw Edison Service Division will submit
the annual reports for McGraw's Spokane facility
(as described in Findings of Fact, paragraph 1)
for the year 1983 to Mr. Bill Hedgebeth, EPA
Region 10, 1200 Sixth Avenue, M/S 524, Seattle,
Washington 98101. EPA will review the report for
technical compliance with 40 C.F.R.
§761.180(aX(1).

CONSENT AGREEMENT AND FINAL ORDER - Page 2 of 4
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3.

b. McGraw Edison Service Division will submit
to EPA a draft of a letter which will be sent to
other facilities in the McGraw organization that
use PCB Items or Transformers. The letter will
warn of possible ramifications of future
liability for violations similar to those that
are the subject of this proceeding. EPA will
review the letter for technical accuracy, and
submit comments to McGraw. After agreement on
the content of the letter, Mr—Kaikas will send
the letter to the appropriate McGraﬂ\facilities.
Mt 2
c. McGraw will pay a civil penalty totalling
Three Thousand Eight Hundred and Twenty-Five
Dollars ($3,825.00) to EPA. This amount
represents the originally assessed penalty less a
fifteen percent (15%) credit to McGraw for the
"attitude" of McGraw, as provided in the TSCA
penalty policy, 45 F.R. 59770 (Sept. 10, 1980).
The attitude credit is given in recognition of
the above-described activities, and McGraw's
efforts to correct the violations described in
this agreement.

By agreement herein, McGraw waives its rights to a hearing on

the facts, and its right of appeal of the complaint or this agreement and

order.

Dated:

Dated:

By:

. <) .
f A
/1"‘\[;" . e e S

Of Attorney for
McGraw Edison Service Division
McGraw Edison Co.

———

< By:

D. Henry Elsen

Assistant Regional Counsel
Environmental Protection Agency
Region 10

CONSENT AGREEMENT AND FINAL ORDER - Page 3 of 4
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ORDER

1. McGraw Edison Service Division, McGraw Edison Company shall pay
the total of Three Thousand Eight Hundred and Twenty-Five Dollars ($3,825.00)
within thirty (30) days of the date of this ORDER.

Payment of this penaity shall be made by check payable to the United
States Treasurer, remitted to the following:

Environmental Protection Agency, Region 10
(Regional Hearing Clerk)

P.0. Box 360903M

Pittsburgh, Pennsylvania 15251

with a copy to the
Regional Hearing Clerk
Office of Regional Counsel
Environmental Protection Agency
1200 Sixth Avenue, M/S 613
Seattle, Washington 98101

2. McGraw Edison Service Division, McGraw Edison Company shall
submit any annual reports for the year 1983, as the term "annual reports" is
defined by 40 C.F.R. §761.180(a), for its Spokane, Washington facility, to
EPA, within thirty (30) days of the date of this ORDER.

3. McGraw Edison Service Division, McGraw Edison Company shall
submit a draft of a letter advising other McGraw Edison Service Division
facilities of the potential ramifications of liability for similar violations
to EPA within thirty (30) days of the date of this ORDER. After the content
of this letter is agreed upon between McGraw and EPA, McGraw will send this
Jetter to its Service Division facilities which may use PCB Items or

Transformers.

DATED this jéﬂl%?day of June 1985.

Vrudo N v

ERNESTA B. BARNES
Regional Administrator
U.S. Environmental Protection Agency

CONSENT AGREEMENT AND FINAL ORDER - Page 4 of 4
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UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
REGION 10
1200 Sixth Avenue
Seattle, Washington 98101

In the Matter of: Docket No., 1085-03-20-2615P

McGRAW EDISON SERVICE

NATIONAL ELECTRIC COIL, GRANT OF EXTENSION OF TIME
TO SUBMIT ANSWER AND

( Respondent. REQUEST HEARING

N N St S N S T

The filing date for Respondent's answer to the
Environmental Protection Agency's complaint in the above-referenced
matter (and any request for a hearing therein) is hereby extended

to July 15, 1985,

DATED this '~ day of i VR , 1985,

r

\, _\, r}’ .‘!-( S &—,.'_..-,

— . UENRY ELSEN

Assistant Regional Counsel

EXTENSION - Page 1 of 1
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UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
REGION 10
1200 Sixth Avenue
Seattle, Washington 98101

In the Matter of: bocket No. 1085-03-20-2615P

McGRAW EDISON SERVICE

NATIONAL ELECTRIC COIL, GRANT OF EXTENSION OF TIME
TO SUBMIT ANSWER AND

Respondent, REQUEST HEARING

Nt N N Nl N N N

The filing date for Respondent's answer to the
Environmental Protection Agency's complaint in the above-referenced
matter (and any request for a hearing therein) is hereby extended

to July 15, 1985.

" DATED this & day of :”“;y-, ,» 1985.

£
\ -

bk +l,,

v -

D. HENRY ELSEN.
Assistant Regional Counsel

L SO

EXTENSION - Page 1 of 1
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CERTIFIED I'AIL - RETURNED RECEIPT PEGUESTED

Jon toim, Plant lanager
tcCGraw Fdison Service
Hational Electric Coil
F.0, Box 3508 T.A.
Spokane, Washington 55220

Re: Docket No. 1085-02-20-ZG16GP

ficar Mr. Holm:

Enciosed you i1l find a Cemplaint and MNotice of Cpportunity for
Hearing and a copy of the Rules of Practice appticable to this
proceeding,  You are bhereny advised to read this document carefully and
communicate your answer within the time 1imit specified.

The Complaint alleges that vour company, NcGraw Edison Service,
Naticnal Electric Coil, Spokane, Washington, violated quarterly
inspection, marking, and records provisions of the PCE Pegqulations issied

pursuant to the Toxic Substances Control Act. Accordingly, it is of
considerable importance that you attend to this watter forthwith.

If you have any questions regarding this matter, contact D. Henry

[lsen, Attorney, at the above address, l'ail Stop 613, ar telephone number
(206) 442-11860.

Sincerely,

Gary L. 0'Keal, Director
Air and Toxics Division

tnclosures
cc: Pegional licarine Clerd

D. Henry Elsen

Jehn A. Foley, EPA Headquarters

Anita Frankel, Air and Toxics Division
Yilliam Hedgebeth, Air and Toxics Pivision

'£ymuundﬂ%f.£tnrmuywdk
ELSEN HEDGEBETH HASELBERGER FRANKEL ! “ﬁtunwfb75%bﬁttf
CONCURRENCES
L | L e | o
SURNME ...................................................................................
T e A s

EPA Form 1320-1 (12-70)

OFFICIAL FILE COPY



UNITEC -~ TES ENVIRONMENTAL PROTECTION Cy

MAY 0 8 1985

/s 612

CERTIFIED HAIL ~ RFTURNED RECEIPT RECUESTED

Jon Holm, Plant Hanager
lcGraw Edison Service
tlational LClectric Coil
P.0. Box 3505 T.A.
Spokane, Washington 89220

Pe: Docket hn. 1085-03-20-2C15P
Dear lir. Holm:

Enclosed you will find a Complaint and Motice of Cpportunity for
Hearing and a copy of the=fules of Practice applicable to this
proceeding. You are hearhyuépvised to read this docuwent carefully and
communicate your answar with¥n the time limit specified.

The Complaint allegces that your company, tcCraw Fdison Service,
hational Clectric Coil, Spokane, Washington, violated quarterly
inspection, markina, and records provisions of the PCD Neculaticns issued
pursuant to the Toxic Substances Control Act. Accordingly, it is of
considerable importance that vou attend to this matter forthwith.

If you have any questions regarding this matter, contact D. Fenry
Elsen, Attorney, at the above address, tail Stop 612, or telephone nurber
(206) 442-1169,

Sincerely,

Gary L. 0'leal, Director
Air and Toxics Division

Enclosures

cc: Pegional hearfng Clerk
D. Henry Elsen
dehn A, Foley, EPA leadquarters
Anita Frankel, Air and Toxics Division
WiTlian tiedgebeth, Alr and Toxics Division

ELSEN HEDGEBETH HASELBERGER FRANKEL
B ,
svmeot o Mz L AMLLEN M TS e et e e | PR AR M e e S a8 s kA NE kS dnre
el /3 R

vl.tln PEER DR
DATE 4}( {(O

EPA Form 1320-1 {12-70) OFFICIAL FILE COPY




u.s. ENVIQNMENTAL PROTECTION Cé’;ENCY

“mmm REGION X
g '{i 1200 SIXTH AVENUE
i W SEATTLE, WASHINGTON 98101
A g
0L pr® & May 17, 1985

Rery YO M /S 613

ATIN OF:

CERTIFIED MAIL - RETURNED RECEIPT REQUESTED

Jon Hoim, Plant Manager
McGraw Edison Service
National Electric Coil
P.0. Box 3505 T.A.
Spokane, Washington 99220

Re: Docket No. 1085-03-20-2615P
Dear Mr. Holm:

Enclosed you will find a Complaint and Notice of Opportunity for
Hearing and a copy of the Rules of Practice applicable to this

proceeding. You are hereby advised to read this document carefully and
communicate your answer within the time limit specified.

The Complaint alleges that your company, McGraw Edison Service,
National Electric Coil, Spokane, Washington, violated quarterly
inspection, marking, and records provisions of the PCB Regulations issued
pursuant to the Toxic Substances Control Act. Accordingly, it is of
considerable importance that you attend to this matter forthwith.

If you have any questions regarding this matter, contact D. Henry

Elsen, Attorney, at the above address, Mail Stop 613, or telephone number
(206) 442-1169.

Sincerely,

& [ LAY

Gary L 0'Neal, Director
Air and Toxics Division

Enclosures

cc: Regional Hearing Clerk
D. Henry Elsen
John A. Foley, EPA Headquarters
Anita Frankel, Air and Toxics Division
William Hedgebeth, Air and Toxics Division
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UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
BEFORE THE REGIONAL ADMINISTRATOR
Region 10
Seattle, Washington

In the Matter of
MCGRAW EDISON SERVICE

NATIONAL ELECTRIC COIL,
Respondent.

DOCKET NO. 1085-03-20-2615P

COMPLAINT AND NOTICE OF
OPPORTUNITY FOR HEARING

Ie
COMPLAINT

This is an administrative action instituted pursuant to Section
16(a) of the Toxic Substances Control Act [15 U.S.C. §2615(a)], hereinafter
"the Act,” for the assessment of a civil penalty and negotiation oé a Consent
Agreement and Final Order prescribing a corrective control program. The
complainant is Region 10, United States Environmental Protection Agency,
hereinafter "EPA." Complainant has reason to believe that the above-named
respondent has violated Federal regulations addressing the use and/or
disposal of polychlorinated biphenyls (PCBs)} {40 C.F.R. Part 761 promulgated
under Section 6 of the Act), and thereby has violated Section 15 of the Act,
15 U.S.C. §2614.

COMPLAINT AND NOTICE OF QPPORTUNITY FOR HEARING - 1
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O O

On ust 3, 1984, an EPA inspection was performed at McGraw Edison
Covmpomy GTec

~j ‘D‘. \_vL‘S;(‘“:P\

Service; National Electric Coi[f Spokane, Washington. The purpose of the
inspection was to determine compliance with the Toxic Substances Control Act
(TSCA) (15 U.S.C. §2601, et seg) and specifically the PCB regulations
pursuant to 40 C.F.R. Part 761. The inspection disclosed the following

violations:

I. Regulation - Quarterly Inspections

40 C.F.R. §761.30{a)(1) requires that owners of PCB Transformers

- /'//-__-\
in use or stored for reuse:)
p o

e

a) visually inspect each PCB Transformer at least once
every three months;

b) record all leaks and conduct servicing within two
business days from the date a moderate leak is
observed; and

c¢) maintain records of the inspections and servicing
history.

The use of PCB Transformers and Capacitors, as outlined in 40
C.F.R. Part 761, is allowed only if the persons using that
equipment comply with these steps.

VYiolation One

There were no quarterly inspections performed of three PCE
Transformers in use by respondent during the quarter

April-June 1984,

COMPLAINT AND NOTICE OF OPPORTUNITY FOR HEARING - 2
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1 II,  Regulation - Marking

2

3 40 C.F.R., §761.40(a)(2) requires that all PCB Transformers be

4 marked in accordance with 40 C.F.R. §761.45. Al1 marks must be

5 placed in a position on the exterior of the PCB Item so that they
6 can be easily read by any person inspecting or servicing the

7 marked PCB Item.

8

9 Violation Two

10

1 The three PCB Transformers at your facility were not marked
12 with the required six inch by six inch PCB label.
13 (A1though the equipment did have three inch by three inch
14 labels, such smaller labels are only allowed if the
15 equipment is too small for the six inch by six inch label.
16 The transformers were of sufficient size as to readily

17 accept the larger label.)
18
19 III. Regulation - Records & Monitoring
20
21 40 C.F.R. §761.180(a) requires that, beginning July 2, 1978,
22 “ facilities using or storing at one time at lTeast 45 kilograms
23 {99.4 pounds) of PCBs contained in PCB Container(s) or_one or
24 more PCB Transformers or 50 or more PCB Large High or Low Voltage
25 CEEEE?TGFE’déVéTBB_EEEﬂagintain records on the disposition of the
26 PCBs and PCB Items. The records shall form the basis of an
27
28
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annual document prepared by July 1, covering the previous
calendar year. The annual document shall include:

1) a) The dates when PCBs and PCB ]tems are:
i) removed from service,

ii) placed into storage for disposal,

iii} placed into transport for disposal;

b) the quantities of PCBs and PCB Items removed from
service including:

i) total weight in kilograms of PCBs
contained in PCB Containers, with the
identification of content in the
containers,

i) total number of PCB Transformers and total
weight in kilograms of PCBs contained in
the transformers,

iii) total number of PCB Large High or Low
Voltage Capacitors;

c) the location of the initial disposal or storage
facility for PCBs and PCB Items removed from
service;

2) Total quantities of PCBs and PCB Items remaining in
service at the end of the calendar year, including:

a) total weight in kilograms of any PCBs and PCB
Items in PCB Containers, with the identification
of content in the container,

b) total number of PCR Transformers and total weight
in kilograms of PCBs in the transformers,

c) total number of PCB Large High or Low Voltage
Capacitors.

Violation Three

There were no Annual Reports for 1978-1983 at your
facility. At the time of the EPA inspection, there were at
least three PCB Transformers in service at your facility.
In addjfion to information regarding these transformers,
any(1582 Annual Report should include information regarding
three;PCE Items shipped to Chem Security Systems, Inc. on

e ——

June 10, 1982. e ——

-
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1 GENERAL ALLEGATION REGARDING PRIOR VIOLATIONS

2 11,

This was the second violative TSCA PCB inspection performed by

3

4 EPA at National Electric Coil in Spokane, Washington. The firm was first
5 inspected on March 12, 1982. A "Notice of Warning" was issued on May 13,
6

1982, citing the following violations:

7 1. Records and Monitoring (No Annual Reports)

8 2. Marking (PCB Container, storage for disposal area not
9 marked).

10

1

12 PROPOSED CIVIL PENALTY

13 Section 16 of the Act, 15 U.S.C. §2615, and the regulations

14 || promulgated thereunder, 40 C.F.R. §761, et seq., authorize a civil penalty of
15 up to $25,000.00 per day for each violation of the Act. Based on the facts

16 given in Section I above, the nature, circumstances, extent and gravity of

17 " the above-cited violations, as well as the respondent's ability to pay,

18 effect on ability to do business, history of prior violations, and degree of
19 culpability, the following penalties are hereby proposed:
20
21 Regulation Requirement Penalty Amount
22 ] 3. 40 C,F.R. §761.30 Quarterly Inspections $3,0N0
i 2. 40 C.F.R. §761.40(a) Marking $ 500
23 3. 40 C.F.R. §761.180{a) Annual Reports $1,000
24 TOTAL $4,500
25 Payment of such penalty shall be by check made payable to the Uni ted
26 States Treasurer, remitted to the following:
27
28 COMPLAINT AMD MOTICE OF OPPORTUNITY FOR HEARING - 5
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Environmental Protection Agency, Region 10

P.0. Box 360903M
Pittsburgh, Pennsylvania 45251

with a copy sent to:
Regional Hearing Clerk
Office of Regional Counsel
Environmental Protection Agency
1200 Sixth Avenue, M/S 613
Seattle, Washington 98101
III.

SETTLEMENT CONFERENCE

Whether or not you request a hearing, you may confer
informally with EPA concerning: {1) whether the alleged violations in fact
occurred as set forth in Section I above, or (2) the appropriateness of
the proposed penalty in relation to the size of business, the gravity of
the violation and the effect of the proposed penalty on your ability to
continue in business.

Although such informal conference concerning possible
settlement does not affect the requirement to file a timely answer, the
informal conference procedure may be pursued as an alternative to the
adjudicatory hearing procedure if you notify this office of your desire to
confer informally and if you schedule such conference prior to the
expiration of the 20-day period.

EPA encourages any party against whom a civil penalty is
proposed to be assessed to pursue the possibilities of settlement as a
result of informal conferences. Any such settlement reached as a result
of such informal conference shall be completed by the issuance of a
written consent agreement and final order by the Regional Administrator,
EPA, Region 10. The issuance of such a consent agreement shall constitute
a waiver of your right to request a hearing on any matter stipulated to

therein.
COMPLAINT AND NOTICE OF OPPORTUMNITY FOP HEARIMNG - 6
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If you have not scheduled an informal settlement conference or
have not requested a hearing within the 20-day period allowed by this
notice, the above penalty may be imposed without further proceedings and
you will be so notified.

If you wish to explore the possibility of settlement in this
matter, please contact D. Henry Elsen, Attorney, at EPA, Office of
Regional Counsel, 1200 Sixth Avenue, M/S 613, Seattle, Washington 98101,
or by telephone at number (206) 442-1169.

Iv.
OPPORTUNITY TO REQUEST A HEARING

A copy of the Consolidated Rules of Practice governing the
administrative assessment of penalties under Section 14 of TSCA
accompanies this Complaint. As provided by these rules, you have the
right to request a hearing to contest any material fact set forth in the
Complaint, or the appropriateness of the proposed penalty, or to contend
that you are entitled to judgment as a matter of law. In the event that
you wish to request a hearing and to avoid being found in default and
having the above penalty assessed without further proceedings, it is

incumbent upon you to file a written answer to this Complaint with the

Region 10 Hearing Clerk, Office of Regional Counsel, EPA, 1200 Sixth
Avenue, M/S 613, Seattle, Washington 98101. This written answer must be
filed within twenty (20) days of your receipt of this Complaint.

COMPLAIKT AKD NOTICE OF OPPORTUNITY FOR HEARING - 7
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Your answer should clearly and directly admit, deny or explain
each of the factual allegations contained in the Complaint about which you
have any knowledge. Said answer should contain: (1) a definitive
statement of the facts which constitute the grounds of defense, and (2) a
concise statement of the facts you intend to place at issue in the hearing.

If you fail to file a written request for a hearing or a
written answer within 20 days of receipt of this Complaint, such failure
shall constitute an admission of all the facts alleged in the Complaint
and a waiver of your right to a hearing under TSCA [15 U.S.C. §2615(a)].

A final order upon default will thereafter be issued by the Regional
Administrator and filed with the Region 10 Hearing Clerk, and the civil
penalty proposed herein shall be imposed without further proceedings.

Any such hearing that you request will 1ikely be held at the
Region 10 office of EPA. Hearings held in the assessment of these civil
penalties will be conducted in accordance with the provisions of the
Administrative Procedure Act (5 U.S.C. §552, et seq.) and the Consolidated
Rules of Practice Governing the Administrative Assessment of Civil
Penalties and the Revocation or Suspension of Permits (40 C.F.R. Part 22,
45 Fed. Reg. 24,363).

DATED this _ 17th day of _ May . 1985,

o £ 0Tl

Air and Toxics Division

COMPLAINT AND NOTICE OF OPPORTUMITY FOR HEARINC - €
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UNITED Sr&TES ENVIRONMENTAL PROTECT! N“IZGENCY
oaTe:  JAN 29 1985

sussecT: TSCA Referral for Administrative Civil Penalty: McGraw Edison Service,
National Electric Coil, Spokane, Washington

FROM:
Anita J. Frankefi\thi ef

o Pesticides and Toxic Substances Branch
TO:

James Moore, Regional Counsel

THRU; Gary L. 0'Neal, Director Agﬁ.l\di. O%—&

Air and Toxics Division

On August 3, 1984, an EPA inspection was performed by Michael R. Hoyles at
McGraw Edison Service, National Electric Coil, Spokane, Washington. The
inspection was carried out to determine compliance with the PCB
?$ggl?tions adopted by EPA pursuant to the Toxic Substances Control Act

Durigg the inspection, the following violations of the regulations were
noted:

Requlation - Quarterly Inspections

40 CFR 761.30{a)(1) requires that owners of PCB Transformers in use
or stored for reuse:

a}l visually inspect each PCB Transformer at least once every
three months;

b) record all leaks and conduct servicing within two business
days from the date a moderate leak is observed; and

¢) maintain records of the inspections and servicing history.

The use of PCB Transformers and Capacitors, as outlined in 40 CFR

Part 761, is allowed only if the persons using that equipment com?ly
with these steps. A reduced visual inspection is required annually —
if containment equaling 100% of the liquid volume in the transformer

is present.

-
‘

Violation

There were no quarterly inspections performed of the three PCB
Transformers during the quarter April-June 1984.

Regulation - Marking

40 CFR 761.40(a)(2) requires that all PCB Transformers be marked in
accordance with 40 CFR 761.45 untess the equipment is too small to
accommodate the 6 X 6 inch PCB label. All marks must be placed in a

position on the exterior of the PCB Item so that they can be easily
read by any person inspecting or servicing the marked PCB Item.

L E@E”W]E
o ECEIE RECEVER

i OFFICE OF REGIONAL COUNSEL
OFHCEBF. 45 .' " - EPA - RFRINN ¥



Violation

The three PCB Transformers at National Electric Coil were marked with
three inch by three inch PCB labels but were not marked with the
required six inch by six inch PCB label.

Regulation - Records & Monitoring

40 CFR 761.180(a) requires that facilities using or storing at one
time at least 45 kilograms (99.4 pounds) of PCBs contained in PCB
Container(s) or one or more PCB Transformers or 50 or more PCB Large
High or Low Voltage Capacitors develop and maintain records on the
disposition of the PCBs and PCB Items beginning July 2, 1978. The
records shall form the basis of an annual document prepared by July
}, ?ozering the previous calendar year. The annual document shall
nclude: .

1) a) The dates when PCBs and PCB Items are:

i)  removed from service,

ii) placed into storage for disposal,

iii) placed into transport for disposal;

b) the quantities of PCBs and PCB Items removed from service
including:

i) total weight in kilograms of PCBs contained in PCB
Containers, with the identification of content in the
containers,

ii) total number of PCB Transformers and total weight in
kilograms of PCBs contained in the transformers,

iii) total number of PCB Large High or Low Voltage
Capacitors;

c) the location of the initial disposal or storage facility
for PCBs and PCB Items removed from service;

2) Total quantities of PCBs and PCB Items remaining in service at
the end of the calendar year, including:

a) total weight in kilograms of any PCBs and PCB Items in PCB
Containers, with the identification of content in the
container,

b) total number of PCB Transformers and total weight in
kilograms of PCBs in the transformers,

c} total number of PCB Large High or Low Yoltage Capacitors.

Violation

There were no Annual Reports for 1978-1983 at National Electric
Coil. At the time of the EPA inspection, there were three PCB
Transformers in service at Mational Electric Coil. In addition to
information regarding these transformers, the 1982 Annual Report
should include information regarding the three PCB Items shipped to
Chem Security Systems, Inc. on June 10, 1982.



Compliance History

This is the second violative inspection performed at National Electric
Coil in Sgokane, Washington. The firm was first inspected on March 12,
1982, A "Notice of Warning" was issued on May 13, 1982,citing the
following violations:

1. Records and Monitoring (there were no Annual Reports).
2. Marking (PCB Container, storage for disposal area not marked).

Request for Action

This assessment is being referred to you for consideration of enforcement
action. An Administrative Civil Penalty appears to be in order because of
the significance and repetition of violations. McGraw Edison Service,
National Electric Coil was notified of the current violations at the time
of the inspection and by certified letter dated .
Attached is a Civil Penalty Assessment worksheet progec%%ng %Ee scheduled
penalty for documented violations of TSCA.



UNITED SvATES ENVIRONMENTAL PROTECTIQGENCY

oATE:  JAN 29 1985

supsect: PCB Civil Penalty Assessment Compiled in Conjunction with Federal Register
Vol. 45, No. 177, September 10, 1980: McGraw Edison Service, National
Electric Coil, Spokane, Washington

FROM:

Anita J. Frankel ,'éCh‘ief

Pesticides and Toxic Substances Branch

TO:

James Moore, Regional Counsel

THRU: Gary L. 0'Neal, Director )QGA\A&\OL‘\U&

Air and Toxics Division

I. Description of Current Alleged Violations

A. Violation -

Level -
Extent -
Penalty -

B. Violation -

Level -
Extent -
Penalty -

C. Violation -
Level -

Extent -
Penalty -

Incomplete quarterly inspections (3 PCB
;ransformers - 20% reduction - unknown gallonage)
WO

Minor

$3,000

Marking - other than required label - {3 PCB
Transformers - 20 % reduction - unknown ga)lonage)
Five

Minor

$ 500

No Annual Reports (at least 3 PCB Transformers -
20% reduction, unknown gallonage)

Four

Minor

41,000

II., Initial Penalty Assessment

Regulation

1. 761.30
2, 761.40(a)
3. 761.180(a)

EPA Form 1320-6 (Rev. 3-76)

Requirement Penalty Amount
Quarterly Inspections $3,000
Marking $ 500
Annual Reports $1,000
TOTAL 37,500
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Mcgraw Edison Serivce
National Electric Coil
P.0. Box 3505

North 415 Fancher Road
Spokane, Washington 99220

August 3, 1984

Michael R. Hoyles
Environmental Protection Specialist

Compliance History:

On March 12, 1982 an EPA inspection found ng_documentation of PCB contaminated
waste oil located at the facility. Also neither the barrel containing this
liquid nor the location of the barrel was properly labeled, Further, no
annual_reports were being maintained on PCB items. A "Notice of Warning" was
sent oy certified mail on May 13, 1982 outlining these deficiencies.

Pre-Iinspection Conference:

I arrived at 10:30 a.m. and asked to see tne individual responsible for

PCB's. I was told that he, Jon Holm, was sick. I indicated I needed to see

the records anyway and was directed to Shirley Dubuque in Purchasing. I

presented my credentials and filled out a "Notice of Inspection" and gave her - o
the front page. I also filled out, nad her sign, and gave her the first page copte
of the "TSCA Inspection Confidentiality Notice." I explained the purpose of

my visit and asked to see her PCB records. She had correspondence files for

1982 and 1983, She also had some documents for 1984.

Record Review:

—duea Hro
The only annual report as such is the "PCB Transformer daspectian Recordt™ for quniLﬁg
each of the three PCB transfomers in service. No identification such as
brand name, serial number, voitage, or capacity were on the records. There
are, hawever, National Electric Coil inventory numbers. The PCB
concentration is recorded but no concentration of kilograms PCB i
-~ w-&n.-i T‘Ch'd
All three units nave been, according to the record, inspected each quarter,
from the second quarter of 1981 to and including the first quarter in 1984

- {(March). MNone of the units have been inSpggégg_i%gﬁg_ﬂg;nh_JHBA. The menth,
. day and year are indicated for inspections, ept march 1984 when no day was

recorded. Shirley indicated she has had a lot of medical problems and has
missed a 1ot of work. She has reminders on her calendar for these
inspections, Since she was not there, the inspector was not alerted to do it
last guarter.

Three were shipped to Chem-Security Systems, Incorporated on

. consisting of two 55 gallon drums {total of 92 gallons of fluid) and
a transformer casing. Tnis includes the 134 ppm PCB's referenced in the
"Notice of Warning", No reference other than the shipping manifest is in

their files.
\ mN»q 13 ' 1982
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ImJ983 a total of 11 items were sampled and the samples were sent to the

company's lab in Franksville, Wisconsin for analysis. The results (received
August 17, 1983) showed allgdthe three un1ts nad less th m, with 5 units
less than 1 ppm. The three , I

According to the results these are

ransformers.

On January 30, 1984 a 55-gallon drum was shipped to Chem-Security

Systems, Inc., containing 13 galions of PCB from a transformer "discovered" on
the company's property. The shipping manifest and disposal request are
attached. Other records indicate this liquid had 80 ppm PCB. I asked about
the casing and was told after the liquid had been drained 1t was steam cleaned
and is now being used as a temporary storage vessel for non PCB oil. I asked
how it was cleaned and Shirley thought a solvent was used to rinse prior to
steam-cleaning and spent solvents went with the 1liquids to Arlington, Oregon.

Shirley prought to my attention a drastic difference in EPA sample testing
results and that from a private testing facility. In the last inspection by
EPA (Michael Watson - March 12, 1981) a PCB sample was taken and found to
contain 134 ppm PCB by the EPA laboratories. The company also had the 1iquid
tested and found it to be less than 3 ppm:: The Jab results are attached.
Shirley said that when the sample was taken by Michael Watson, no
trichlorobenzene smell was evident to the owner, hence, he ordered his own
testing. I was unable to detemmine if a split sample was used or not.

Inspection of Facility:

I asked to see the transformers and other PCB items on the property. The
three PCB transformers are located on a wall about 15 feet above the floor.
The PCB labels could be seen from the ground. I asked that a ladder be

provided and climbed up to the units. No leaking was apparent. The PCB 4 *““IJ°
»¢~1abels are not six inches on the side put three inches long and wide, Also, . bw
h identification plates are not on the units. I asked abou ia
\EEE_éﬂg_injlﬂjuLsaid they have "always" been missing. lhey didn't know the;h°”£

were PCB's until they were tested in {983,

The units are sitting on girders, one of whicn is located under the drain
valves of the units. No liquid or discoloration was evident on this girder.
If there was a small drip from the valve it would land on the girder rather
than fall to the floor below. Leaks from other locations on the transformers
could drip directly to the floor below. I took two pictures that depict the
three transfommers,

Sample colection :

There were no samples taken during this inspection.

Closing Discussion:

I told Shirley they needed an annual report that gave the number of PCB items,
the kilograms PCB, and references to the PCB's shipped off. I reviewed with
her a "Notice of Warning" from EPA dated May 13, 1982, which deliniated these
requirements. I told her that if any of the three PCB units started to leak
she should take the proper action. I left it to her to learn what that was.



P.C.B. TRANSFORMER INSPHECTION RECORD

Ovmner/User: Stock # QNIT # 1
Address: . Serial #
Transformer Location: Make

Date entered Plant or Storage: Voltage

. 0il Capacity _
P.C.B. COncentration 58‘10% .P.M.
Month ¥eai Inspected Observe If yes, state size and

Leaks service performed
A0 :

ity o

June X 1981

Sept.’1, 1981

=4

Dec. 3 1981- -%,M///{;l MO

March 31,1982 ./M /o ’ .

1
June 0, 1982 / Dt o

Sept.30, 1982 4{7}7{4& /10
vec. Mo 1082 L Mo _ /o

INSPECTION PROCEDURE

PCB Transformers (those that contain 500 PPM PCB'S or greater) and
PCB-contaminated transformers (those that contain between 50 PPM and
500 PPM PCB'S) posing an exposure risk to food and feed products must
be inspected for leaks once every week.

All other PCB transformers must be inspected for leaks at least once
every three months.

Any "moderate leak" discovered by the inspection must be repaired and
cleaned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

Records must be kept of the following:

(A) The location of each transformer subject to the program.

(B) The date of each inspection and the name of the inspector.

(C) All leaks observed.

(D} A description of all servicing on the transformer after the
date of the first inspection.

These records must be kept for a period of 3 vears after disposing of
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| P.C.B. TRANSFORMER

O

INSPECTION RECORD

Owner/User: |

Address: 1

Transformer Location:

]

Date entered Plant or Storage:

LE 24

Stock ¥ UNIT # 1
Serial #

Make

Voltage

0il capacity

P.C.B. Ccncentrationiaiﬂxﬁ.P.M.

Month  Year Inspected Observe If yes, state size and
By Leaks service performed
June 198
Sept. 198_
.. Dec. -w- 198 - e — 4
March 30,1983 WLt /4%
June Pv 1983 /‘A/]Lﬁf e

Sept.30y 1983 ?}///'Z:/ Nl

Dec“. 20 1983 __‘g 2 )iz 5{% A

-—— -

INSPECTION PROCEDURE

PCB Transformers (those that contain 500 PPM PCB'S or greater) and
PCB-contaminated trdnsformers (those that contain between 50 PPM and
500 PPM:PCB'S) posing an exposure risk to food and feed products must

be inspected for leaks once every week.

All other PCB transformers must be inspected for leaks at least once

every three months.

Any ‘moderate leak”" discovered by the inspection must be repaired and
cledned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

Recoxds must be kept of the following:

(A) The location of each transformer subject to the program.
(B) The date of each inspection and the name of the inspector.

{C) All leaks observed.

(D) A description of all servicing on the transformer after the

date of the first inspection.

These records must be kept for a period of 3 years after disposing of

ctransformer.
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P.C.B. TRANSFORMER IMSPECTION RECO

————

Owner/User: Stock #
Address: Serial %
Transformer'Location: Make
Date entered Plant or Storage: Voltage

. 0il Capacity

P.C.B. Concentration - - P.P.M.
Month Ieaf Inspected Observe If yes, state size and
By Leaks service performed
June 198
Sept. i98

. Dec. - 198 -

Mazch 198/ 4/77/ VO , ,

- June 198

Sept. _198¢ L i

Dec 198¢/

I R ———m e,

INSPECTION PROCEDURE

1, PCB Transformers (those that contain 500 PPM PCB'S or greater) and
PCB-contaminated transformers (those that contain between 50 PPM and
500 PPM PCB'S) posing an exposure risk to food and feed products .must
be inspected for leaks once every week.

2. All other PCB transformers must be inspected for leaks at least once
every three months.

3. Any “moderate leak" discovered by the inspection must be repaired and
cleadned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

4. Records must be kept of the following:

(A) The location of each transformer subject to the program.
{(B) The date of each inspection and the name of the inspector.
{C) All leaks observed.

(D) A description of all servicing on the transformer after the
date of the first inspection.

These records must be kept for a period of 3 years after disposing of
cransformer.



P.C.B. TRANSFORMER INSPECTION quégg
Owner/User: Stock 3, OUNIT # 2
Address: ' Serial %
Transformer Location: . Make
Date entered Plant or Storage: Voltage

. 0il Capacity

. 46
P.C.B. CUncentration -‘--900P.P

Month ‘._(eafc Inspected Observe If yes, state size and

Leaks service performed
June M 1981 No
Sept .31, 1981 V144
. Dec. 2l 1981 .. 2o U
March 31,1982 Yy, 44

June Xe 1982 W%’;" y

Sept .30, 1982 Kﬂ/%f& A0
pec. 3% 1982 4{27/_4_%_?-_ Y 44

INSPECTION PROCEDURE

|

PCB Transformers (those that contain 500 PPM PCB'S oxr greater) and
PCB-contaminated transformers (those that contain between 50 PEM and
500 PPM PCB'S) posing an exposure risk to food and feed products must
be inspected for leaks once every week.

All other PCB transformers must be inspected for leaks at least once
every three months.

Any "moderate leak" discovered by the inspection must be repaired and
cledned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

Records must be kept of the following:

(A} The location of each transformer subject to the program.

(B) The date of each inspection and the name of the inspector.

(C) BAll leaks observed.

(D) A description of all servicing on the transformer after the
date of the first inspection.

These records must be kept for a period of 3 years after disposing of
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P.C.B. TRANSFOPMER INSPRCTION RECORD

i
|

Owner/User: | Stock & UNIT # 2
|

Address: Serial #
TransformeriLocation: Make
Date entered Plant or Storage: Voltage

. 0il Capacity

P.C.B. COmcentrat ion“i’?oop LP.M.

Month  Year Inspected Observe If yes, state size and

By Leaks service performed
June 198
Sept. 198
Dec. we 198 - oamm

March 30,198 3

June X0, 1983

Sept.30, 1983

Dec; 2, 1983

INSPECTION PROCEDURE

PCB Transformers (those that contain 500 PPM PCB'S or greater) and
PCB-contaminated transformers (those that contain between 50 PPM and
S00 PPM PCB'S) posing an exposure risk to food and feed products must
be inspected for leaks once every week.

All other PCB transformers must be inspected for leaks at least once
every three months.

Any "moderate leak" discovered by the inspection must be repaired and
clezned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

Records must be kept of the following:

(A} The location of each transformer subject to the program.

(B) The date of each inspection and the name of the inspector.

(C) BRll leaks observed.

(D) A description of all servicing on the transformer after the
date of the first inspection.

These records must be kept for a period of 3 years after disposing of
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P.C.B. TRANSFORMER INSPECTION RECORD

Owner/User: Stock # :
Address: Serial # &5 ) '
Transformer Location: Make ’
Date entereé Plant or Storage: Voltage

. 0il Capacity

: P.C.B. Concentration - - P.P.M.
}
Month  Year Inspected  Observe 1f yes, state size and

By Leaks service performed : i
June 198 . !
Sept. is8
-~ Dee. .- 198 e . dar e . % v he e
__March 1984/ ag/ézf Yide. : '

_June 198%

_Sept. 1989

Dec. 1984/

——r e @ e T ————

INSPECTION PROCEDURE

1. PCB Transformers (those that contain 500 PPM PCB'S oxr greater) and
PCB-contaminated trdnsformers (those that contain between 50 PPM and
500 PPM PCB'S) posing an exposure risk to food and feed products must
be inspected for leaks once every week.

2. All other PCB transformers must be inspected for leaks at least once
every three months. :

3. Any "moderate leak" discovered by the inspection must be repaired and
cleaned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

4. Records must be kept of the following: ‘

(d) The location of each transformer subject to the program.

(B) The date of each inspection and the name of the inspector.
(C) ARll leaks observed.

(D) A description of all servicing on the transformer after the
date of the first inspection.

These records must be kept for a period of 3 years after disposing of

Wanmom o £ -
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P.C.B. TRANSFORMER INSPECTION RECORD

Owner/User: Stock 3 UNIT # 3
Address: ; Serial &
Transformer Location: Make

Date entered Plant or Storage: Voltage

0il Capacity

Month  Year Inspected Obserxve If yes, state size and

Leaks service performed
June 30, 1981 I .
Sept.31, 1981 A/

Dec. 31, 1981 - ...

Diller A0 R

Mazch 31,1982 / Doy M7

June 30, 1982 lot N9
P -

Sept.30, 1982 : ,;/ﬁ%/[% v

Dec. 31, 1982 _ a_(_ 7%4’%/% V2

INSPECTION PROCEDURE

PCB Transformers (those that contain 500 PPM PCB'S or ‘greater) and
PCB-contaminated transformers (those that contain between 50 PPM and
500 PPM PCB'S) posing an exposure risk to food and feed products -must
be inspected for leaks once every week.

All other PCB transformers must be inspected for leaks at least once
every three months. ~

Any “"moderate leak” discovered by the inspection must be repaired and
clezned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

Records must be kept of the following:

(A) The location of each transformer subject to the program,

(B) The date of each inspection and the name of the inspector.

(C) ALl leaks observed.

(D) A description of all servicing on the transformer after the
date of the first inspection.
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P.C.B. TRANSFORMER INSPECTION RECORD

Owner/User:

Address: i
Transformer Location:

Date entered Plant or Storage:

Stock # ONIT // 3
Serial #
Make

Voltage

0il Capacity

P.C.B. COncentratiogxblooP.P.M.

Month Xeaf Inspected Obserxve

By _Leaks

If yes, state size and
service performed

June 198
Sept. 198

DeC. - 198 . oo

March 30,1983 774&52/ | ‘/M
June 30, 1983 ,%Zfiﬁﬂﬁﬂéf V&
Sept.30, 1983 aze?ihkvﬁé& o
Dec. 3% 1983 dﬂ Maloe po

INSPECTION PROCEDURE

PCB Transformers (those that contain 500 PPM PCB'S or greatex) and
PCB-contaminated trdnsformers (those that contain between S50 PPM and
500 PPM PCB'S) posing an exposure risk to food and feed products must
be inspected for leaks once every week.

All other PCB transformers must be inspected for leaks at least once
every three months.

Any "moderate leak" discovered by the inspection must be repaired and
cleaned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

Records must be kept of the following:

{A) The location of each transformer subject to the program.

(B) The date of each inspection and the name of the inspector.

{C) All leaks observed.

(D) A description of all servicing on the transformer after the
date of the first inspection.

These records must be kept for a period of 3 years after disposing of

”Q‘ﬂﬂﬂ‘ﬂﬂa'
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P.C.B. TRANSFORMER INSPECTION RECdRD
Owner/User: Stock &
Address: Serial %
Transformer Location: Make
Date entered Plant or Storage: Voltage

. 0il Capacity

P.C.B. COncentration - P.P.M.

.Month Yeai Inspected Observe If yes, state size and

By Leaks service performed

June 198
Sept. 198.

Dec. -wee 198 -.emm

swae mmo o3

March 198 </ ‘1 V44

INSPECTION PROCEDURE

PCB Transformers {those that contain 500 PPM PCB'S or greater) and
PCB-contaminated transformers (those that contain between 50 PPM and
500 PPM PCB'S) posing an exposure risk to food and feed products must
be inspected for leaks once every week.

All other PCB transformers must be inspected for leaks at least once
every three months. -

Any "moderate leak"” discovered by the inspection must be repaired and
cleaned or the transformer replaced beginning within 2 days from the
time the leak is observed. Moderate leaks from transformers posing
an exposure risk to food or feed products must be reported to the EPA
within 5 days form the date the leak is observed.

Records must be kept of the following:

(A} The location of each transformer subject to the program.

(B) The date of each inspection and the name of the inspector.

(C) All leaks observed.

(D) A description of all servicing on the transformer after the
date of the first inspection.

These records must be kept for a period of 3 years after disposing of

s mem B .
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CHEM-SECURITY SYSTEMS, INC.
STAR ROUTE, ARLINGTON, OR. 97812
EPA 1D NO. ORD. 08 945 2353

\\bﬁi\ i, (SRaEm LA \ 2L

>\m\\% Fonebey A/ (Sumwwhm /La.
77320

PORTLATI
VANCOU

ARLINGTON (503) 454-2777
BELLEVUE (206) 8270711

GENERATOR
ORIGIN ADDRESS

BILLING ADDRESS \Q Box 3505 74 [ /m,hm:ﬁh\u_u 207

7920 &

DOT REQUIRED INFORMATION DEQ/EPA-REQUIRED INFQ

CONTAINER HAZ. MAT

v hocu” HM DOT PROPER SHIPPING NAME HAZARD CLASS AZ. MA WASTE DESCRIPTION
~ un.\....u& <4y v .,H.__,:w RN Mt ‘w. %.:.....:.:.* 34 e & TAATIN r:m.L cotrzande? G \l aged -....Q.\,\u \.

- .. PE5s sy

i dreal Wy e ~._~}.<....~ Fooyy .....w\:.w \\ TR A 0 G Wil © bt e mvdw . )
/ J.u\» . s«- ,.~\“‘.... -b.f\ . \“'o_..w‘. 0

\ E h.?\ .\..w.- 1Y . ..s.b i Seesy a.....\.\u.A ...‘.-. \ \ ..\ 3y 32 g 20 O \w.—.. r.rr
\ ._u. - ANt N - . , - -
2 iyt e \\ \ \v\ (RS w2
%Nh\f \..‘.\ ..1\. \..
! T AW a2
LABELING REQUIREMENTS RS aA £l il PLACARDING REQUIREMENTS

SPECIAL INSTRUCTIONS {HANDLING/EMERGENCY)

IN THE EVENT OF A SPILL, CONTACT EITHER OF THE CHEM.SECURITY SYSTEMS OFFICES AND/OR CONTACT, IN THE UNITED STATES,

RESPONSE CENTER, U.S.COAST GUARD (800} 424-8802, OR CONTACT, IN CANADA, TRANSPORT CANADA (613 996-6666 FOR EMERGEN'
Title 1o all matenals furnished for adisposal herein thall be deemed to be vested in Chem-Security Systems Inc., immediately vpon procedures approved by the Oregon Departmont of Environme
accaptance of such materisls by Chem Security Systems. Inc . from the generator or transporter. The genarator shall have no right to This is to cortily that the above named materials are properly ¢
recovery nor any credit far the potential value of any substances contained in such materials furnished for disposa!, except as separately tion for transportation according 15 the applicable reguiations ¢
agreed in writing by Chem Security mmia _Nn .Nuvon_. ouo.-n.o:. by Chem Security Systems, Inc., wilt be sn accgrdange with Peotection Agency. Signed and datac by the authorized agent of 1

Xm_n.Zm: NAME (PLEASE PRINT) €315 7= SHIPPING DATE_(2//2 ALTERNATE DESIGNATED T/S/D FACILITY [IF ANY]

‘RATOR m_ozﬁcmmlak\\mvx S

26 ADDRESS
E TRANSPORTER NO. 1 \an \s.‘.\-\h ) \\u—. \ \\h\\\\ Pt \mv) ID. NO. / -,w w INTERMEDIATE FACILITY
M aooress _ALL 2 = \RFWS/\ P ALY PHONE __ L7 ~4 9 S ADDRESS
TRANSPORTER SIGNATURE 22 fww . <z DATE _ Lo /e’ A 2 SIGNATURE
TRANSPORTER NO. 2 £ /L~ 2 EPA 1D. NO. CSSI USE ONLY
ADDRESS . N \ PHONE m«_.mmo_. NO. BILL OF LADING NO.
——TJRANSPORTER SIGNATURE DATE DISPOSAL AREA SECTION
TRANSPORTER NO. 3 EPA 1D. NO. REC. BY CSSI
ADDRESS PHONE COMMENTS
TRANSPORTER SIGNATURE DATE
T/5/6 AETURNS TO GENERATOR



McGRAW-EDISON

National Electric Coil
P.0. Box 3505 T.A.

Thamas A. Edison Technical Center
McGraw-Edison Company
11131 Adams Road

N. 415 Fancher Road ) :ost Oﬂi::e Bu?ix;at:ozs
Spokane, WA 99220 Lowte st o ranksville,
Att'n: John Holm 414 835 2921

_ August 10, 1983

REFERENCE: PCB in 0il Analysis

ML 7-83-52
1242 1254 1260 Total
Sample ppm PPm PPpm pPpm
$1: 1:;2300 V MTC - - 58,100 58,100
— (5.81%)
$2: 75VK022003 -- -- Less Less
Than 3 Than 3
$3: 2300 V MTC -- - 46,900 46,900
(4,69%)
$4: Job #16578 - - Less Less
Than 3 Than 3
$5: 3-3756-01936-29 - - - -
$6: 80 VH016009 - - - -
$7: 7309-601-3248 - - - -
$8: 2300 V MTC - - 90,100 90,100
(9.01%)
49: Serial $6177 - - Less Less
Than 3 Than 3
$10: 76vJ002001 - -— - --
$11: Oil Filter; 8/1/83 - - - -

- denotes less than the detection limit of 1 ppm.

T

* Results phoned tofBHEEIEY
as requested. = )

Analy ! Hacrthun

approved By: R. M. Frey
cc: G. Gauger

bc/216M
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PORTLAND {503} 22
<)20°C<m3. B.C.\

£D :.ﬁ.,CIZ_.\Z [ON

PHYSICAL
STATE

DEQ/EPA REQUIR

m.owqowwouwuw« ed Biphenyl

IR
CONTACT -

R CONTAC
NADA (613 996-6666 FORE

ARDING REQU
AVOID SKIN
OFFICES ANDIO

FROM ENTERING

;amr,zm meC_zmz_mz...m
SPECIAL |NSTRUCTIONS E»ao:za\mzmmmmzné IF SPILLED
IN THE EVENT OF A SPILL ODZAPOA EITHER Of THE O.._mg.mmocsﬁé sYST EMS
smwvazmm CENTER, us. 0&)3. GUARD {800} anab@s. OR OOZADO._....Z n>2>0>.4x>2m105.-. CA
Title © it materisls furnished tor disposal herain snall pe deermned 10 be vested in n:.:..monc...-« Systems, Inc., .33&532 upon procadures sppraved bY the Oregon pepstmen
scceptence of such materisis bY oro.:.m.nc:s. gysterns, 1nc.. trom the ganeratar of wanspofter. The genarator ahall have no right 10 This is 10 cortily thet tha above nemed matarials 88 property ciessified
recovery not any cvadit for the uoa..zm-. valve of any substances ngi_s-a in such materists turnished for dispossl. axcept 3% sapat ately tion for :.o:.uo:.:g -nno:::o 10 the -oo:no.u—a segulations of the L
agreed in wiriting BY 0:-3.m8.....2 gystems, Inc- Dispass! aperationt by 9-3@3::2 Systems, sccordange with Prorection Agency Signed and dated by the suthorized agent of the gent
m./.Mszw NAME (PLEASE PAINT) St/ Holm _ _/——rs SHIPPING DA ALTERNATE DESIGNATED 115/D FACILITY (1F ANY }oreme—"
< a .\‘< It
SN {ERATOR m_oz>._.cmm 7! ADDRESS
MH y \ Y /) \u.“wj .
43)2@@03.;3 NO. 1 EPAID. NO et el ._,mmz.mo_).qm m)ﬂ.r_.-l \\\
- 193 /s gt it22 3 ’ PHONE 229, B g5 ADDRESS \\\
0 et e OATE -2 L SIGNATURE .
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MM DSIN )

Purchése Order

Service Gre

* National Electric Coll

PURCHASE ORDER NO.

011 - 7372

THE AAOVE NUMBER MUST AP-
PEAR ON ALL CORRESPONDENCE,

McGraw-Edison Compsany
North 4315 Fancher Road

( 535.8751 INVOICES, BiLL OF LADINGS, ETC.
— Tax Certlf, No. 209-019-84%
To: Ship To: {Sume as above unless noted below)

MC GRAV BDINON :

PONER SYSTINS GEOUP

FRANKSVILLE, VI
DRDER DATE | UATE REQUIRED | TEAMS VAX STATUS FoB N AT SHIP VIA

- TAXABLE | WONTAX | UESTN & Pio PA)1 Y 4DOON_ |_LOLLECT |DELIVERED
/23/82 | /2//82 X
VENDOR CODE AEQUISION NUMEL 7 = MARKIEES ) T TS T CONFIOMInG
VES no
Gary /&hirl XX
: Sp s E;:“r———p--m‘- o e = T S =
ﬁl&m‘ -:'7' N s ASBRIEERCN, s hiet SR .t N It .n:):s-nu R ,.\.'._‘_i L MeeT. SN
ie 1 9 oil ssmple to be tested for FCB contmnt 40.00 | ea. /-,70-8
@;§5§
1 S S e e ] .
COMPLETE THIS AC 'NOWLEDCM T CEY /10 L ETURN

wL e aw D COMPLETE D PARTI AL 7 (LATL - _L[_ [, 5 1Y, $NLL BE SIIPET () (DATE _L_L__
A ey

.t — —— ——

SHTACT (NAME}

EMARKS

O ADDITINMNAL, PHONE
lowt Qb AT ARLA
SIONE

sMmas LEAANRRNY DRV QRN

TERMS

ALDRLCS

LATY




O

Power Systems Group
McGraw-EdisonCompany
Genera! Offices: Post Office Box 2850, Pittshurgh, PA 13230
D S000BC 4A184
MsoLbTo [ sHip TO

NATIONAL ELECTRIC COTL
ATTN MS SHIRLEY DUBUQUE
P O BOX 3505 TA

|_sPoxAWE WA 99220

R PREY

C BLAKELY

D MCSTRACK G GAUGFR

O

noN

NATIONAL FTECTRIC COTL
AT™ M3 SHTRLEY DUBDOUE
P N ROX 3505 TA
| SPORANR wa 99220

R CTZMOWSKY

CUSTOMER ORDER | CUST. ORD, DATE REQUISITION MARK PACKAGES

ron
|€oox

wvia |PPD/COL,
cooe

INVOIC &) BRANCH NAME

“3* IPRARRSVILLE

QUOTATION NO.

BRANCH NO.

SEL FURTHER TCRMS AND

CONDITICNS ON REVERSE SI10LC

DERIT
WAD=07552"
MENO NO.
memo oaTe | 07/14/82

THIS ADIUSTMENT APPLIES TO

INVOICEND, | "0
INVOICE DATE
DATE SHIPPED

PLEASE MAKSE CHECK PAYABLE YO!
McGRAW-EDISON COMPANY
POWER SYSTEMS GRQUP

AND REMIT YOI

P O BOX 44147
SAN PRANCISCO CA94144

I QTY.

ZATALOO NO. DESCRIPTION

ORDERED

UNBSHIPPED
BAL.

QTY.
SHIFPED

UNIT PRIGE® l AMOUNT

ONE UNKNOWN OIf. SAMPLE POR PCB ANALYSIS
REPORT (MY, 7-82-79) SERT TO SRIRLEY DUBUQUR

1 SAMPLE & $40.00/SAMPLF = $ 40.00

D

“ JuLad Wz )
)
AN

NPT NDEBIT $40.01

TERMS:
NET 30 DAYS

.
S*RAIL
TeOTHER

1=MO
1eU.P.8.
I=PAR, POSTY
4=DUR TRUCK

PO
b 2= SHIPPING POINT
I=OTHER
4=ORD. & CHG.

cc: G. A. Gauger

/ac/5871

3 1 s
&

TUNLESS OTHERWISE INDICATED FRICE 15 PER KACH
—



National Electric Coil

P. 0. Box 3505 TA

Spokane, Washington 99220
Attn: Ms. Shirley Dubugque

June 17, 1982

Re: PCB in 0il Analysis
ML 7-82-79

Sample
“Unknown Oil"

Approved by: R. M. Frey

cc: G. A. Gauger

/ac/5871

. )ed? Yegeid,

O

MeGRAW-EDISON
arell
JuN24 1982
\Y‘k“;_’g& Thamas A, Edison Techrical Center
TlcGeaw-Edison Company
$112% Adams Road
Post Oifice Box 1C0
= Fer zaville, Wl 33126
414_835 2921
1242 1254 1260 Total
ppm Rpm ppm Rpm
less - - less
than 3 than 3

@ss than the detection limit of 1 ppm



u.s. ENVIROMENTAL PROTECTION AC’\)ENCY

D 74y, REGION X

&
:{i 1200 SIXTH AVENUE
g SEATTLE, WASHINGTON 98101
<

4;_‘,“5‘?;‘(3

AN o, M/s 613

CERTIFIED MAIL - RETURNED RECEIPT REQUESTED

Jon Holm, Plant Manager
McGraw Edison Service
National Electric Coil
P.0. Box 3505 T.A.
Spokane, Washington 99220

Re: Docket No.

Dear Mr. Holm:

Enclosed you will find a Complaint and Notice of Opportunity for
Hearing and a copy of the Rules of Practice applicable to this
proceeding. You are hearby advised to read this document carefully and
communicate your answer within the time limit specified.

The Complaint alleges that your company, McGraw Edison Service,
National Electric Coil, Spokane, Hashington. violated quarterly
inspection, marking, and records provisions of the PCB Regulations issued
pursuant to the Toxic Substances Control Act. Accordingly, it is of
considerable importance that you attend to this matter forthwith.

If you have any questions regarding this matter, contact Theodore R.
Rogowski, Attorney, at the above address, Mail Stop 613, or telephone
number (206) 442-1506.

Sincerely,

Gary L. 0'Neal, Director
Air and Toxics Division

Enclosures

cc: Regional Hearing Clerk
Theodore R. Rogowski
Jdohn A. Foley, EPA Headquarters
Anita Frankel, Air and Toxics Division
William Hedgebeth, Air and Toxics Division
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UNITED STATES ENVIRONMENTAL PROTECTIOM AGENCY
BEFORE THE REGIONAL ADMINISTRATOR

G Region 10
BXCe Seattle, Washington
In the Matter of )) DOCKET NC. )35 =12 28507 ¢
MC_GRAW EDISON SERVICE )
NATIONAL ELECTRIC COIL, ) COMPLAINT AND NOTICE OF

Respondent. )) OPPORTUNITY FOR HEARING

Il
COMPLAINT

This is an administrative action instituted pursuant to Section
16(a) of the Toxic Substances Control Act [15 U.S.C. §2615(a)l, hereinafter
“the Act," for the assessment of a civil penalty and negotiation of a Consent
Agreement and Final Crder prescribing a corrective control program. The
complainant is Region 10, United States Environmental Protection Agency,
hereinafter "EPA." Complainant has reason to believe that the above-named
respondent has violated Federal regulations addressing the use and/or
disposal of polychlorinated biphenyls (PCBs) {40 C.F.R. Part 7€1 promulgated
under Section 6 of the Act), and thereby has violated Section 15 of the Act,
15 U.S.C. §2614.

On August 3, 1984, an EPA inspection was performed at McGraw Edison
Service, National Electric Coil, Spokane, Washington. The purpose of the
inspection was to determine compliance with the Toxic Substances Control Act

(TSCA) (15 U.S.C. §2601, et seq) and specifically the PCB regulations

Compiaint and Notice - 1
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pursuant to 40 C.F.R. Part 761. The inspection disclosed the following

violations:

I. Regulation - Quarterly Inspections

40 C.F.R. §761.30{a){1) requires that owners of PCB Transformers

in use or stored for reuse:

a) visually inspect each PCB Transformer at least once
every three months;

b) record all leaks and conduct servicing within two
business days from the date a moderate leak is
observed; and

c) maintain records of the inspections and servicing
history.
The use of PCB Transformers and Capacitors, as outlined in 40
C.F.R. Part 761, is allowed only if the persons using that
equipment comply with these steps. A reduced visual inspection
is allowed annually if containment equaling 100% of the liquid

volume in the transformer is present.

Violation One

There were no quarterly 1n5pections performed of the three

teaets N\

PCB Transformers.during the quarter April-June 1984.

Complaint and Notice - 2
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II. Regulation - Marking

40 C.F.R. §761.40{a)(?) requires that all PCB Transformers be
marked in accordance with 40 C.F.R. §761.45. A1l marks must be
placed in a position on the exterior of the PCB Item so that they
can be easily read by any person inspecting or servicing the

marked PCB Item.

Yiolation Two

The three PCB Transformers at your facility were not marked
with the required six inch by six inch PCB label.

(Although the equipment did have three inch by three inch
labels, such smallier labels are only allowed if the
equipment is too small for the six inch by six inch label.
The transformers were of sufficient size as to readily

accept the Targer label.)

I1I. Regulation - Records & Monitoring

40 C.F.R. §761.180(a) requires that, beginning July 2, 1978,
facilities using or storing at one time at least 45 kilograms
{99.4 pounds) of PCBs contained in PCB Container(s)} or one or
more PCB Transformers or 50 or more PCB Large High or Low Voltage
Capacitors develop and maintain records on the disposition of the

PCBs and PCB Items. The records shall form the basis of an

Complaint and Notice - 3



S

O

annual document prepared by July 1, covering the previous

calendar year.

1) a)

b)

c)

The annual document shall include:

The dates when PCBs and PCB Items are:

i) removed from service,

ii) placed into storage for disposal,

iii) placed into transport for disposal;

the quantities of PCBs and PCB Items removed from

service including:

i) total weight in kilograms of PCBs
contained in PCB Containers, with the
identification of content in the
containers,

ii) total number of PCB Transformers and total
weight in kilograms of PCBs contained in
the transformers,

ifi} total number of PCR Large High or Low
Voltage Capacitors;

the location of the initial disposal or storage

facility for PCBs and PCB Items removed from

service;

2) Total quantities of PCBs and PCB Items remaining in
service at the end of the calendar year, including:

a)

b)

c)

total weight in kilograms of any PCBs and PCB
Items in PCB Containers, with the identification
of content in the container,

total number of PCB Transformers and total weight
in kilograms of PCBs in the transformers,

total number of PCB Large High or Low Voltage
Capacitors.

Violation Three

There were no Annual Reports for 1S7R-1983 at your

facility.

At the time of the EPA inspection, there were

three PCB Transformers in service.at your facility. In

addition to information regarding these transformers, the

1982 Annual Report should include information regarding the

three PCB Items shipped to Chem Security Systems, Inc. on
June 10, 1982.

Complaint and Notice - 4
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GEWERAL ALLEGATION REGAPDRING PRIOR VIOLATIORS
11.

This was the second violative TSCA PCB inspection performed by
EPA at National Electric Coil in Spokane, Washington. The firm was first
inspected on March 12, 1982. A "Notice of Warning" was issued on May 13,
1982, citing the following violations:

1. Records and Monitoring (No Annual Reports)

2. Marking (PCB Container, storage for disposal area not

marked).

PROPOSED CIVIL PENALTY

Section 16 of the Act, 15 U.S.C. §2615, and the regulations
promulgated thereunder, 40 C.F.R. §761, et seq., authorize a civil penalty
of up to $25,000.00 per day for each violation of the Act. Based on the
facts given in Section I above, the nature, circumstances, extent and
gravity of the above-cited violations, as well as the respondent’s ability
to pay, effect on ability to do business, history of prior violations, and

degree of culpability, the following penalties are hereby propesed:

Regulation Requirement Penalty Amount
1. 40 C.F.R. §761.30 Quarterly Inspections $3,000
2. 40 C.F.R. §761.40(a) Marking $ 500
3. 40 C.F.R., §761.180(a} Annual Reports $1,000
TOTAL $4,500

Complaint and Notice - 5
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Payment of such penalty or an agreed compromise amount shall be
by check made payable to the United States Treasurer, remitted to the
following:

Environmental Protection Agency, Region 10
P.0. Box 360903M

Pittsburgh, Pennsylvania 45251
with a copy sent to:
Regional Hearing Clerk

0ffice of Regional Counsel

Environmental Protection Agency
1200 Sixth Avenue, M/S 613
Seattle, Washington 98107

ITI.
SETTLEMENT CONFERENCE

Whether or not you request a hearing, you may confer
informally with EPA concerning: {1) whether the alleged violations in fact
occurred as set forth in Section I above, or (2) the appropriateness of
the proposed penalty in relation to the size of business, the gravity of
the violation and the effect of the proposed penalty on your ability to
continue in business.

Although such informal conference concerning possible
settlement does not affect the requirement to file a timely answer, the
informal conference procedure may be pursued as an-alternative to the
adjudicatory hearing procedure if you notify this office of your desire to
confer informally and if you schedule such conference prior to the

expiration of the 20-day period.

Complaint and Notice - 6
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EPA encourages any party against whom a civil penalty is
proposed to be assessed to pursue the possibilities of settlement as a
result of informal conferences. Any such settlement reached as a result
of such informal conference shall be completed by the issuance of a
written consent agreement and final order by the Regional Administrator,
EPA, Region 10. The issuance of such a consent agreement shall constitute
a waiver of your right to request a hearing on any matter stipulated to
therein.

If you have not scheduled an informal settlement conference or
have not requested a hearing within the 20-day period allowed by this
notice, the above penalty may be imposed without further proceedings and
you will be so notified.

if you wish_to efp!ore gh? possibility of settlement in this
matter, please contact Ikﬁo;;rgiﬁrwsagééski, Attorney, at EPA, Office of
Regional Counsel, 1200 Sixth Avenue, M/S_613, Seattle, Washington 98101,

AV
or by telephone at number (206) 442-}5063

IV,
OPPORTUNITY TO REQUEST A HEARING

A copy of the Consolidated Rules of Practice governing the
administrative assessment of penalties under Section 14 of TSCA
accompanies this Complaint. As provided by these ;uies, you have the
right to request a hearing to contest any material fact set forth in the

Complaint, or the appropriateness of the proposed penalty, or to contend

Comptaint and Notice -~ 7
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that you are entitled to judgment as a matter of law. In the event that
you wish to request a hearing and to avoid being found in default and
having the above penalty assessed without further proceedings, it is
incumbent upon you to file a written answer to this Complaint with the

Region 10 Hearing Clerk, Office of Regional Counsel, EPA, 1200 Sixth
Avenue, M/S 613, Seattle, Washington 98101. This written answer must be
fited within twenty (20) days of your receipt of this Complaint. Your

answer should clearly and directly admit, deny or explain each of the
factual allegations contained in the Complaint about which you have any
knowledge. Said answer should contain: (1) a definitive statement of the
facts which constitute the grounds of defense, and {2) a concise statement
of the facts you intend to place at issue in the hearing.

If you fail to file a written request for a hearing or a
written answer within 20 days of receipt of this Complaint, such failure
shall constitute an admission of all the facts alleged in the Complaint
and a waiver of your right to a hearing under TSCA (15 u.S.C. §2615(a)].
A final order upon default will thereafter be issued by the Regional
Administrator and filed with the Region 10 Hearing Clerk, and the civil

penalty proposed herein shall be imposed without further proceedings.

Complaint and Notice - 8
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Any such hearing that you request will likely be held at the
Region 10 office of EPA. Hearings held in the assessment of these civi)
penalties will be conducted in accordance with the provisions of the
Administrative Procedure Act (5 U.S.C. §552, et seq.) and the Consolidated
Rules of Practice Governing the Administrative Assessment of Civil
Penalties and the Revocation or Suspension of Permits (40 C.F.R. Part 22,
45 Fed, Reg. 24,363).

DATED this _ day of , 1983.

GARY L. O'NEAL, Director
Air and Toxics Division

Complaint and Notice - 9
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e UNITED S...<TES ENVIRONMENTAL PROTECTIO:~AGENCY
oaTe:  JAN 29 1985

sussecT: TSCA Referral for Administrative Civil Penalty: McGraw Edison Service,
National Electric Coil, Spokane, Washington

FROM:
Anita J. Frankefj&thief
i

vo. Pesticides and Toxic Substances Branch

James Moore, Regional Counsel

THRU: Gary L. 0'Neal, Director 4&5£. OM

Air and Toxics Division

On August 3, 1984, an EPA inspection was performed by Michael R. Hoyles at
McGraw Edison Service, National Electric Coil, Spokane, Washington. The
inspection was carried out to determine compliance with the PCB

?$ g}ﬁtfons adopted by EPA pursuant to the Toxic Substances Control Act

Durizg the inspection, the following violations of the regulations were
noted:

Regulation - Quarterly Inspections

40 CFR 761.30{a)(1) requires that owners of PCB Transformers in use
or stored for reuse:

a) visually inspect each PCB Transformer at least once every
three months;

b) record all leaks and conduct servicing within two business
days from the date a moderate leak is observed; and

¢) maintain records of the inspections and servicing history.

The use of PCB Transformers and Capacitors, as outlined in 40 CFR
Part 761, is allowed only if the persons using that equipment comply
with these steps. A reduced visual inspection is required annually
if containment equaling 100% of the 1iquid volume in the transformer
is present.

Violation

There were no quarterly inspections performed of the three PCB
Transformers during the quarter April-June 1984:

Regulation - Marking

40 CFR 761.40{a)}(2) requires that all PCB Transformers be marked in
accordance with 40 CFR 761.45 unless the equipment is too small to
accommodate the 6 X 6 inch PCB label. Al1 marks must be placed in a
position on the exterior of the PCB Item so that they can be easily
read by any person inspecting or servicing the marked PCB Item.

RE@EU\W@@

JAN <z 1985

OFFICE OF REGIONAL COUNSEL
EPA - RFRINN ¥

EPA Form 1320-8 (Rev. 3-76)



Violation

The three PCB Transformers at National Electric Coil were marked with
three inch by three inch PCB labels but were not marked with the
required six inch by six inch PCB label.

Regulation - Records & Monitoring

40 CFR 761.180(a) requires that facilities using or storing at one
time at least 45 kilograms (99.4 pounds) of PCBs contained in PCB
Container(s) or one or more PCB Transformers or 50 or more PCB Large
High or Low Voltage Capacitors develop and maintain records on the
disposition of the PCBs and PCB Items beginning July 2, 1978. The
records shall form the basis of an annual document prepared by July
}, gozering the previous calendar year. The annual document shatli
nclude: ]

1) a) The dates when PCBs and PCB Items are:

i) removed from service,

ii) placed into storage for disposal,

iii) placed into transport for disposal;

b} the quantities of PCBs and PCB Items removed from service
including:

i) total weight in kilograms of PCBs contained in PCB
Containers, with the identification of content in the
containers,

ii) total number of PCB Transformers and total weight in
kitograms of PCBs contained in the transformers,

iii) total number of PCB Large High or Low Voltage
Capacitors;

¢) the location of the initial disposal or storage facility
for PCBs and PCB Items removed from service;

2) Total quantities of PCBs and PCB Items remaining in service at
the end of the calendar year, including:

a) total weight in kilograms of any PCBs and PCB Items in PCB
Containers, with the identification of content in the
container,

b) total number of PCB Transformers and total weight in
kilograms of PCBs in the transformers,

¢} total number of PCB Large High or Low Voltage Capacitors.

Yiolation

There were no Annual Reports for 1978-1983 at National Electric
Coil. At the time of the EPA inspection, there were three PCB
Transformers in service at National Electric Coil. In addition to
information regarding these transformers, the 1982 Annual Report
should include information regarding the three PCB Items shipped to
Chem Security Systems, Inc. on June 10, 1982.



Compliance History

This is the second violative inspection performed at National Electric
Coil in Sgokane, Washington. The firm was first inspected on March 12,
1982. A "Notice of Warning" was issued on May 13, 1982,¢citing the
following violations:

1. Records and Monitoring (there were no Annual Reports).
2. Marking (PCB Container, storage for disposal area not marked).

Request for Action

This assessment is being referred to you for consideration of enforcement
action. An Administrative Civil Penalty appears to be in order because of
the significance and repetition of violations. McGraw Edison Service,
National Electric Coil was notified of the current violations at the time
of the inspection and by certified letter dated .
Attached is a Civil Penalty Assessment worksheet progec%ing %ge scheduled
penalty for documented violations of TSCA.



T UNITED s( ES ENVIRONMENTAL PROTECTION SENCY
oaTE:  JAN 29 1985
suasect: PCB Civil Penalty Assessment Compiled in Conjunction with Federal Register

Vol. 45, No. 177, September 10, 1980: McGraw Edison Service, National
Electric Coil, Spokane, Washington

FROM
Anita J. Frankel,{phief

Pesticides and Toxic Substances Branch
TO:

James Moore, Regional Counsel

THRU:  Gary L. 0'Neal, Director /@&15&‘0"{\:&

Air and Toxics Division
I. Description of Current Alleged Violations

A. Violation - Incomplete quarterly inspections (3 PCB
Transformers - 20% reduction - unknown gallonage)

Level - Two — Tiwes?.
Extent - Minor
Penalty - $3,000
B. Violation - Marking - other than required label - (3 PCB
Transformers - 20 % reduction - unknown gallonage)
Level - Five
Extent - Minor
Penalty - $ 500
C. Violation - No Annual Reports (at Teast 3 PCB Transformers -
20% reduction, unknown gallonage)
Level - Four
Extent - Minor
Penalty - '$1,000

1I. Initial Penalty Assessment

Regulation Requirement Penalty Amount
1. 761.30 Quarterly Inspections $3,000
2. 761.40(a) Marking $ 500
3. 761.180{a) Annual Reports $1,000
TOTAL 37,500

EPA Form 13206 (Rev. 3-76)
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T3CA OPCB Case Vt'ola'H@s

INITIAL ENFORCEMENT DOCUMENT NO. (optionaly *
ACTION FORM (Company Name)
FIFRA AND TSCA ENFORCEMENT SYSTEM 8. Transaction Type
1. Case Number | 2. Action Initiation Date | 3. Legisiation] __ New ..Update/Change
/0-%5 -0320 5 1/+y 85 - __ Ecroc Correction
MH oo /YY - r® o
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mi? CR VR
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12, Proposed Asesmcnt . - 13. Final Assessment
4500 43 325
RESPONSIBLE PARTY ,
18, Code 5. Name 20. Duns Number bv, TAISC,
DiMS U mf(,rwé‘dxsm Se.rwca. Wk ‘U-(d‘nc | 0b—40z — ¢y
16. Street 21. Company NomBCr
T Moria 4/5 Fancher Rd , '
l7. City . - {18, State 19. Zip .
"SpoKare wh Q7220
ENFORCEMENT ACTIONS CASE MILESTONE DATA
Action Code  Date ‘ -Milestqne Code Date
' dco|s 1irrss | eer | cer | #1251 75
Ordes {4cr |G 10138 . [ 1
[ I
SAMPLE CITATION (Cite by Inspection or Sample Number)
ASamplef!nspectioq No. - Date . Date
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_f-‘rreparcd. ﬁy " Date Page of
07
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- Adwmin. Hearing CK - CLyiminad
Case Type Q?O. Civil ( R - Wdrhinj

TSCA VIOLATION CODES FOR RCTIVITY

Violation Codts

CODE MEANING

'YSCA VIOLATION CODES FOR SUBSTANCE . NOT SPECIFIED
capne MEANING A ANALYSIS

c CONDUCT AND PROTOCOL OF STUDY AT TEST FACILITY
" - - D DISTRIBUTION IN COMMERCE
s NOT SPECIFIED E EQUIP. MAINT. AND CALIBR. WITHIN TEST FACILITY
A ASBESTOS £ TESTING FACILITY DESIGN REQUIREMENTS
c SUBJ. TO 8(C) RULE 1 IMPORTATION
D DIOXIN J FALSIFICATION OF RECORD
E SUBJ. TO S(E) DRDER K FAILURE TO- MAINTAIN RECORDS
F SUBI. TO S(F) ORDER D LABEL OR MARK
H HUMAN HLTH EFF TEST BY SEC 4 M MANUFACTURE .
J SUB. TO 8(D) RULE ] 0 ORGANIZATION AND PERSONNEL bf TEsT ‘FACILITY
L SUBJ. TD A(A) LEV A P PROCESS
N NEW CHEMICAL SUBSTANCE Q FALSIFICATION OF REPORTS
P pCcB - > FAILURE TO neponr. NOTIFY OR INFORM
s SUB. ‘SUBJ. TQ B8(E) 8 STORE
T SUBJ. TD TEST MKT EXEMPTION T TEST FACILITY DPERATION
u SUBJ. TO SEC S(R) RULE USE - Lagmin pvpagbds
v SEC 4 ENV. EFFCTS TEST INSPECT
I (7] SAMPLE
z DISPOSE — rllom-l-m"‘

Responsible 'Pow%'\j Code
3 -D = B’lS'W\MO\—- ' m - mwfac"\ﬂfe*‘ wJ = psup
T- Tmporter S - Shipper

ISCA Enforament Action Codes  ~ SRR

ACO - Admin{strative Complaint - Administrative Civil cduplaint
{ssued pursuant to Section 16(a) of TSCA.

ACA - Consent Agreement and Final Order - Issued as a result of
an Administrative Civil Comp!aint filed under Section 16(a)
of TSCA.

ALD - Initial Decision. - Decision made by an administrative law ’

: judge following 2 hearing conducted under Section lG[a) of
TSCA. . LS e 23

AFD - Final Decision - Result of an appeal to the Adninistraton
of an inftial decision under Section 15(a) of TSCA. ’

CAC - Civil Action Referred to the Department of dustice - Any

TSCA referral for civil action fn a United States district
court,

HON - Hotice of Noncompliance - Notice issued for violations of
Section 15 of TSCA.

.CRA - Criminal Action Referred to the Department of Justice - Any

gegirral for criminal actfon taken under Section 16(b) of
S

-

" ISCA Case Milestone Codas

CCL - Case Closed - Used to designate completion of referred civil _.
and criminal adctions. .

0EC - Other Enforcement Coérespondence - Informal correspondence

(such as a Notice of Intent) that does not constitute aq
enforcement action,




ROUTING AND TRANSMITTA* 'P

T0: (Name, office symbol, room number, Initiats | Date
iiding, Agency/Post)

Action _yFile Note and Return
Appraval /] | For Clearance Per Conversation
As Requested / For Correction Prepare Reply
Circulate / For Your Infosmation See Me
Comment / Investigate Signature
Coordinatio” Justify

DEREIVE
I\ .
Y L2418

VA L, Ty L ¥

(#31

GEEICE OF REGIUNAT  INSER
FPA  AFRION X

DO NOT use this form as a RECORD of approvals, concurrences, disposals,
clearances, and similar actions

FROM: (Name, org. symbol, Agency/Post) Room No.—Bldg.

e
e

M e Phone No.
5041-102 OPTIONAL FORM 41 (Rev. 7-76)
Prescribad Qi
FPMR (41 101-11.206
U.S. GOVERNMENT PRINTING OFFICE : 1984 0 - 411-986 (346)
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' CERTIFIED MAIL 5186157
RETURN RECEIPT REQUESTED

Environmental Protection Agency, Region 10
Regional Hearing Clerk

P.0. Box 360903M

Pittsburgh, Pennsylvania 15251

July 15, 1985

Docket No. 1085-03-20-2615pP

Dear Sir:

CD McGRAW-EDISON

Service

NATIONAL ELECTRIC COIL
WORTHINGTON SERVICE

Service Group
McGraw-Edison Company
941 Chatham Lane

Post Office Box 21396
Columbus, OH 43221

814 459 1200
TWX 810 482 1634

In compliance with the order dated June 20, 1985, enclosed please find
McGraw-Edison Service's check in the amount of $3,825.00 constituting

payment in full of the stipulated penalty.

Very truly yours,

2 0lin Ferdors

William Kaikis, Director
Industrial Relations

WK:jh

enc.

cc: Regional Hearing Clerk
Office of Regional Counsel
Environmental Protection Agency

1200 Sixth Avenue, M/S 613
Seattle, Washington 98101

J. Holm, Spokane
S. Waldbaum
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U.S.(" ‘IRONMENTAL PROTECTION AG Y
) REGION 10
1200 SIXTH AVENUE
SEATTLE, WASHINGTON 98101

July 25, 1985

REPLY 70
A .

TTN OF: Mail Stop 613

Stanley L. Waldbaum, Esq.
Divisional Counsel

McGraw Edison Service Division
McGraw Edison Company

333 Route 46 West

Fairfield, New Jersey 07006

Re: PCB Complaint at Spokane Facility
Docket No. 1085-03-20-2615P

Dear Mr. Waldbaum:

I have been notified that your obligations under a Consent
Agreement and Final Order in the above-referenced case, (Order
dated June 20, 1985), were completed in a timely fashion.
Accordingly, I will arrange for this matter to be closed.

Sincerely,

D. Henry Elsen
Assistant Regional Counsel

cc: William Kaikas, Director
Industrial Relations
McGraw Edison Company
941 Shathan Lane
Columbus, Ohio 43221




July 25, 1985

Mail Stop 613

Stanley L, Waldbaum, Esq.
Divisional Counsel

McGraw Edison Service Division
McGraw Edison Company

333 Route 46 West

Fairfield, New Jersey 07006

Re: PCB Complaint at Spokane Facilicy
Docket No. 1085-03-20-2015P

Dear Mr. Waldbaum:

1 have been notified that your obligations under a Consent
Agrecment and Final Order in the above-reterenced case, (Order
dated June 20, 1985), were completed in a timely fashion.
Accordingly, I will arrange tor this matter to be closed.

Sincerely,

D. Henry Elsen
Assistant Regional Counsel

cc: William Kaikas, Director
Industrial Relations
McGraw LEdison Company
941 Shathan Lane
Columbus, Ohio 43221

bcec: Bill Hedgebeth

ELSEN:ps:7-24-85 (#1-22)




CERTIFIED MAIL 51861: e T — '
RETURN_RECEIPT REQUESTED IR .: (Lig W }g,.i IS8
e i1 s
D &
JUL 19 1885

KRN LLLRK
NATIOHAL ELZCTRIC COIL

[RA-RECICH X \WORTHINGTON SERVICE
: Sofvice Group
Env:..romuental Protection Agency, Region 10 e Grow-Edison Company
Regional Hearing Clerk 841 Chatham Lane
P.0. Box 360903M Post Office Box 21358

Columbus, OH 43221
Pittsburgh, Pennsylvania 15251 MBS

July 15, 1985 814 455 1200

Docket No. 1085-03-20-2615P

Dear Sir:

In compliance with the order dated June 20, 1985, enclosed please find
McGraw-Edison Service's check in the amount of $3,825.00 constituting
payment in full of the stipulated penalty.

very truly yours,

oS tlinn Fetoidore

William Kaikis, Director
Industrial Relations

WK:jh
enc.

cc: « Regional Hearing Clerk
Office of Regional Counsel
Environmental Protection Agency
1200 Sixth Avenue, M/S 613
Seattle, Washington 98101

J. Holm, Spokane
S. Waldbaum

DEREIVE

JUL1 21986

IFFICE JF REGINAL NSEL
FPA - REGION X




h?THREB THOUSAND EIGHT HUNDRED TWENTY-FIVE DOLLARS AND 00/100 CENTS

To the order of

United States Treasurer

Wachovia Bank & Trust Company, N.A,
Yinston.-Salem. NC 27102

(b) (6)

-~
| i L N~ e
r Voucher Invoice Purchase Order Invoice Dale Amount Discount Net Amount
Settlement of EPA
complaint 7/1/85 | $3,825.00 $3,825.00
P L N— Ve s
£.0. Box 21336
sol_mwul. Ohio 43221 .
MCGRAWHDISON 2000- 615289 5+
Pay Date Check No, Amount
7/2/85 615289 *$3,825.00%

McGraw-Edison Servica

Division of McGraw-Edison Company
P.O. 8ox 21398

Columbus, Ohio 43221

NSV A

National Electric CalthVorthinnion Service
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United States Region 10
Environmental Protection 1200 Sixth Avenue
Agency Seattie WA 98101

e [gs
Pe. ¢ Grawd Sdidon
F/Enégzazﬂ+ Caen |

IR m Graco s u.)c:mﬁ\j le Hev oo
ved 4 sead Back 4 kaikos/

- M€ Grow
‘. Arnuale cepovt d{;r %(pol(w/ M Grzea)
WoLd MU |

- l/JaLUM'fD (]&yﬂ\ﬁﬂvb % Q% PM@L@

(/\ch Teabion

&FL& Gl



GO .. | C. MoCRAWEDISON

R j."v i &
.z =1Y]S - Service
PR | ;
JUL 31985
OFFICE QF REGIONAL, -COL
EPA - REGION % NATIONAL ELECTRIC COIL

WORTHINGTON SERVICE

Service Group
McGraw-Edison Company
333 Route 48 West
Fairfield, NJ 07008

June 28, 1985,

201-227-9228
TELEX 139110

D. Henry Elsen, Esq.

Assistant Regional Counsel

U.S. ENVIRONMENTAL PROTECTION AGENCY
Region 10

1200 Sixth Avenue 5 e éénm?*,igo( o

Seattle, Washington 98101
&Jegi;?&naﬁk? - e,

s /os

Pear Mr. Elsen:

Pursuant to our recent correspondence and communica-
tions, enclosed please find the original Consent Agreement
which has been duly executed by the undersigned on behalf
of McGraw-Edison. Further, in accordance with the pro-
visions of Section 2(b) of the Agreement, kindly find en-
closed a proposed letter to be sent to appropriate McGraw-
Edison facilities following receipt of your approval.

Thank you for your courtesy and cooperation.

Stanl . Waldbaum
igtonal Counsel

SLW/pb
Enclosures
cc: Mr. William Kaikis
Director of Industrial Relations

McGraw-Edison Service Is the new larce
combimng National Electric Coil
and Warthington Service
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DATE: June 13, 1985

TO: All McGraw-Edison Service Division i
Plant Managers

FROM: Bill Kaikis

RE: Compliance with EPA Regulations Regarding Polychlorinated

Biphenyls (PCB's)

The Spokane facility of the Service Division was recently the subject of an EPA
inspection pertaining to compliance with the PCB regulations of the Toxic
Substance Control Act (TSCA), 40 CFR l’#rt 761 (attached). As a result of this
inspection, penalties amounting to $3825 were issued for improper inspection of
PCB containing transformers, improper marking of said transformers and failure to
prepare an appropriate annual report regarding the disposition of PCB items.
Furthermore, EPA stated that any similar violations occurring in other Service
Division facilities could result in “repeat" violations, which may warramt even

more stringent monetary penalties.

Based on the above information, it is imperative that you review your operations
and insure that all PCB containing equipment comply with the TSCA regulations. In
particular, insure that all transformers containing 500 parts per million (ppm)
PCB or more are visually inspected at least once every three months If they are in
use or stored for reuse. Records of this inspection and a maintenance history
should be maintained for at Jeast three (3) years after disposing of the
transformer. In addition, insure that all FCB containers, PCB containing
tranaformers, PCB capacitors, electric motors containing PCB coolants, hydraulic

systems using PCB,



- CD CD

PCB article containers (as defined by the regulation) and all PCB and PCB item
pre-disposal storage areas, are properly marked with the formal six (6) :I.nclzh PCB
mark illustrated in 40 CFR Part 761.45. Only if the equipment being marked is too
small to accommodate the 6 inch mark wmay the smaller 2 inch mark be used.
Finally, insure that all of the appropriate information, as described in 40 CFR
761.180 (2), is maintained on site and a formal annual report is maintained at

your facility.

A brief summary of the PCB regulations is also attached. If you have anmy
questions’ contact Mr. Michael J. 0'Brien, Manager, Environmental Affairs at (713)
739-5612. Thank you for your cooperation in this matter. 7
Sincerely,

Bill Kaikis

MJO01/d/bs

Attachment
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UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
BEFORE THE REGIONAL ADMINISTRATOR
Region 10
Seattle, Washington

IN THE MATTER OF
Docket No. 1085-03-20-2615P
MCGRAW EDISON SERVICE

NATIONAL ELECTRIC COIL, CONSENT AGREEMENT

AND FINAL ORDER

N N N N N N N

Respondent.

This administrative proceeding for the assessment of civil penalties
was initiated by complaint issued May 17, 1985, pursuant to Section 16(a) of
the Toxic Substances Control Act <15 U.S.C. §2615(a)), hereinafter "TSCA."
After an informal telephone conference held on June 5, 1985, the following
Consent Agreement has been entered into by McGraw Edison Company, McGraw
Edison Service Division ("McGraw"),*” and the Environmental Protection
Agency ("EPA").

FINDINGS OF FACT

1. Three PCB transformers are maintained in active, in-service use
by McGraw's Spokane facility, located at North 415 Fancher Road in Spokane,

Washington.

I7 At or near the time of the issuance of the complaint in this matter,
McGraw Edison, Inc. was purchased by Cooper Industries of Houston, Texas.
McGraw Edison, Inc. agrees and warrants that all obligations described in this
agreement and order are binding upon this new owner.

CONSENT AGREEMENT AND FINAL ORDER - Page 1 of 4
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2. No quarterly inspections, as defined in 40 C.F.R.

§761.30¢a) (1), of the three PCB Transformers described in paragraph 1 above
were performed by McGraw between April 1 and June 30, 1984.

3. On August 3, 1984, the three PCB Transformers described in
paragraph 1 above were not labeled with a six inch by six inch label, as
required by 40 C.F.R. §761.40(a)(2), and described in 40 C.F.R. §761.45.

4. As of August 3, 1984, no annual reports were developed or
maintained for the years of 1978-1983, for the facility described in paragraph
1 above, as the term "annual report” is defined in 40 C.F.R. §761.180(a).

CONCLUSIONS OF LAW

1. McGraw's activities, as stated in the Findings of Fact,
constitute violations of Section 15 of TSCA, 15 U.S.C. §2614, and the

following regulations:

. 40 C.F.R. §761.30(a)(1) (use without quarterly inspections)
b. 40 C.F.R. §761.40¢a)(2) (labeling)
40 C.F.R. §761.180(a) (recordkeeping).

AGREEMENT
1. EPA has jurisdiction pursuant to TSCA over respondent and this

proceeding.

2. In full and complete settlement of this matter, including all
counts and allegations contained in the Complaint, McGraw wiil do the

following:

a. McGraw Edison Service Division will submit
the annual reports for McGraw's Spokane facility
(as described in Findings of Fact, paragraph 1)
for the year 1983 to Mr. Bill Hedgebeth, EPA
Region 10, 1200 Sixth Avenue, M/S 524, Seattie,
Washington 98101. EPA will review the report for
technical compliance with 40 C.F.R.
§761.180¢aX(1).

CONSENT AGREEMENT AND FINAL ORDER - Page 2 of 4




o 0 s~ W

~

9
10
1
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27
28

Form QBD-183
128-76 DOJ

3.

&P, O

b. McGraw Edison Service Division will submit
to EPA a draft of a letter which will be sent to
other facilities in the McGraw organization that
use PCB Items or Transformers. The letter will
warn of possible ramifications of future
liability for violations similar to those that
are the subject of this proceeding. EPA will
review the letter for technical accuracy, and
submit comments to McGraw. After agreement on
the content of the letter, Mr. Kaikas will send
the letter to the appropriate McGraw facilities.

¢. McGraw will pay a civil penalty totalling
Three Thousand Eight Hundred and Twenty-Five
Dollars ($3,825.00) to EPA. This amount
represents the originally assessed penalty less a
fifteen percent (15%) credit to McGraw for the
"attitude" of McGraw, as provided in the TSCA
penalty policy, 45 F.R. 59770 (Sept. 10, 1980).
The attitude credit is given in recognition of
the above-described activities, and McGraw's
efforts to correct the violations described in
this agreement.

By agreement herein, McGraw waives its rights to a hearing on

the facts, and its right of appeal of the complaint or this agreement and

order.

By:ﬂ’é"'& /a/.ba'ﬁ-

Dated: Q;Zt-’f[ 3‘-(—
Of Att y for

Dated:

McGraw £dison Service Division
McGraw Edison Co.

~

: 'l .
\;/\?"?"_’ By: G L_‘, = N

D. Henry Elsen

Assistant Regional Counsel
Environmental Protection Agency
Region 10
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ORDER
1. McGraw Edison Service Division, McGraw Edison Company shall pay
the total of Three Thousand Eight Hundred and Twenty-Five Dollars ($3,825.00)
within thirty (30) days of the date of this ORDER.
Payment of this penalty shall be made by check payable to the United
States Treasurer, remitted to the following:
Environmental Protection Agency, Region 10
(Regional Hearing Clerk)
P.0. Box 360903M
Pittsburgh, Pennsylvania 15251

with a copy to the

Regional Hearing Clerk
Office of Regional Counsel

Environmental Protection Agency 5

1200 Sixth Avenue, M/S 613 cé“upL )

Seattle, Washington 98101 g Z
g et H%

2. McGraw Edison Service Division, McGraw Edison Company shall
submit any annual reports for the year 1983, as the term “"annual reports” is
defined by 40 C.F.R. §761.180(a), for its Spokane, Washington facility, to
EPA, within thirty (30) days of the date of this ORDER.

3. McGraw Edison Service Division, McGraw Edison Company shatll
submit a draft of a letter advising other McGraw Edison Service Division
faciltties of the potential ramifications of iiability for similar violations V’//
to EPA within thirty (30) days of the date of this ORDER. After the content
of this letter is agreed upon between McGraw and EPA, McGraw will send this

letter to its Service Division facilities which may use PCB Items or 1)

P B
Transformers. (\waﬁy can B |

DATED this éﬂgﬁ>day of June 1985.

_ <W}5JL~:1\(1a«v»\__
ERNESTA B. BARNES
Regional Administrator

U.S. Environmental Protection Agency
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